
Particulers of sample ( Place where sample is collected) 
1. MAHARISHI VIDYA MANDIR, KUNDESHWAR ROAD, TIKAMGARH M.P. 
Date of Testing: 31.12.2024 

S.No. 

Nature of study :- Physical /Chemical /Bacteriologicol 
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MADHYA PRADESH SAGAR MUNICIPAL CORPORATION 

WATER TREATMENT PLANT 

Characteristics 

Turbidity 

pH 

Chlorides 

Nitrates 

TDS 

Total Alkalinity 

2 

Total Hardness 
(as CaCO3) 

|Iron (as Fe) 

Fluoride (as F) 

Sulphate 

Residual Chlorine 

LAB ANALYSIS REPORT 

Faecal Coliform 

Units 

3 

NTU 

pH Scale 

Mg/L 

Mg/L 

Mg/L 

Mg/L 

Mg/L 

Mg/L 

Mg/L 

Mg/l 

PPM 

per/ 
100 ml 

|Appendix 23(a) as per 
manual on Water Supply 
Treatment prepared published 
by BIS Standard:1S 
10500:2012 

Requirment Requirment 
(Desirable 
Limt) 

4 

. 1 

6.5 to 8.5 

250. 
45 

200 

250 

200 

. 0.3 

1.0 

0.5 

0.2 

(Permissible 
Limit ) 

5 

No relaxation 

1000 

45 

600 

1000 

600 

1.0 

1.5 

0.5 

0.5 

Result 

Sample 
No -1 

6 

0.00 

7.36 

1.9 

376 

151.5 

360 

Nil 
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